We describe the design, construction and operation of the Askaryan Radio Array (ARA) Autonomous Renewable Power Stations, initially installed at the South Pole in December, 2010 with the goal of providing an independently operating 100 W power source capable of year-round operation in extreme environments.
Introduction
Research was initiated in 2009 for the development of a remote power station to support the Askaryan Radio Array South (ARA) Pole neutrino detector [1] .
The purpose of the array is to detect ultra high energy cosmic neutrinos using the Askaryan effect [2] . When neutrinos with energies above 10 18 eV interact with the ice, a cascading particle shower occurs, resulting in coherent Cherenkov radio emission at wavelengths greater than the transverse scale of the developing cascade. For showers developing in ice, this scale is set by the Moliere radius and corresponds to approximately 20 cm. Phase one of the radio array is designed to cover a 200km 2 area adjacent to South Pole Station ( Fig. 1) , and, as of this writing, is approximately 10% complete. The polar ice has extremely high radio transparency, allowing the radio signals to be detected over the large size of the array. To maximize sensitivity, 2km spacing was selected [1] . The long distances between station nodes was a driving factor in the power station design. 
Design Requirements

Detector Power
Each station (a.k.a. "detector node") requires approximately 120W of continuous power with a target of at least 95% up-time to maximize neutrino sensitivity. For detector nodes located near South Pole Station, entrenched power lines can be connected directly to the station. For remote nodes, power can be provided by direct line, diesel or jet-fuel generator, fuel cell, wind turbine, and solar power.
Environmental Effects
For direct power connections to South Pole Station, two inch wide, one foot deep trenches must be created for the cables, then covered, to prevent possible collisions between vehicles and the cables. Due to the limited logistical support and significant I 2 R losses, this option is increasingly challenging for distant nodes.
Autonomous diesel or jet-fuel generators could be constructed at each node location. This method is currently in use at the University of New South Wales'
Automated Astronomical Site-Testing International Observatory (AASTINO)
at Dome C. This location uses a computer-controlled jet-fuel Stirling engine [3] . Although this option offers simplicity and is fairly reliable, it also requires transport of large quantities of fuel each year and was therefore not considered for prototyping at South Pole.
Another option is renewable power production using a combination of wind turbines and photo-voltaic (PV) panels. This option is highly dependent on the environment conditions at deployment site. Wind speeds at the South Pole average between 4 and 8 m/s depending on height above the surface; these wind speed values are just above the typical threshold, or "cut-in" speeds of current wind turbines. Although solar power is only available for half of the year, the cold temperatures result in higher panel efficiency during the operating period [4] . Consequently, the use of an intermittent power supply (either solar or wind) 3 would require redundant power sources as well as battery buffering at each node to reach the required station up-time. The combination of PV and wind turbines was selected for initial deployment, given the ultimate goal of a 10 3 km 2 aereal scale radio array.
Wind Turbine Selection
Prior to selecting wind turbines, an understanding of the wind profile at the South Pole was required. Near surface wind observation data was collected from measurements by the National Oceanic and Atmospheric Administration Research into wind turbines was started in 2010 with selection based on 4 mass, start-up speed, price, rated power, and rated cut-in wind speed. Table   ( 1) lists the selected candidate turbine specifications. 
Tower Selection
Multiple types of wind turbine towers were selected for initial deployment.
These were selected based on height, erection method and logistical support requirements. All towers utilized a tilt-up system with guyed wires.
A 50 foot lattice tower from Raum Energy was used for the Raum 1.5 kw turbine and utilized a single set of guy wires (Fig. 3) . Minimal logistical support at the South Pole required that the lattice tower be constructed prior to shipping and sent in sections. This proved very inconvenient for shipping. Moreover, the amount of structural support provided by the lattice design was not necessary for the site conditions.
The Bergey XL1 turbine used a 60 foot monopole provided by Bergey Windpower. This tower utilized three sets of three kevlar guy wires. Once the wires were adjusted, the tower was very stable, however this required significant time and effort in the cold. The Kevlar guys were used in place of steel to reduce static build-up, however no static build-up was noted on any of the towers after deployment (Fig. 4) . A 60 foot monopole with three guy wires was used for the Hummer turbine. This tower was deemed too unstable and subsequently reduced to 50 feet. 
Tower Height and Surface Roughness
The required tower height is directly related to the surface roughness on the plateau. The Hellman Exponent, or α, is a measure of the significance of height on the wind speed. In general, larger heights favor higher wind speeds as the distance relative to turbulent near-surface layers increases. The parameter α is defined as:
where V and V 0 represent wind speeds measured at heights H and H 0 [5] .
If the surface were glassy smooth, airflow would be near-laminar, resulting in small values of α (∼0.06). In proximity to surface structures, α can rise to 0.5 or greater. As α increases, it becomes increasingly important to build the tower as high as practically achievable. The measurement of α for multiple heights on the Antarctic plateau is shown in Figure ( 6). This measurement clearly demonstrates that the wind on the plateau is affected by surface roughness, due to natural ice structures known as "sastrugi".
Photo-voltaic Panel Selection
Wind power is augmented by solar power for approximately 6 months be- 
Battery Selection
Two 12 volt DEKA 8G31DT gel batteries were used for energy storage at each turbine. This battery model was previously characterized by UNAVCO [6]. These batteries are particularly suited to deep charge/discharge cycles, emergency backup systems, and unusually demanding systems such as marine and off-road vehicles [7] . 
Sensor Selection
Instrument Housing
The instrument housing box ( Fig. 9 ) contains the system health monitoring board, 2 batteries, and temperature sensors. The primary purpose of this box is to protect vital electronics from the environment. The boxes were buried just below the ice surface, helping to shield the system from extreme temperatures and avoid snow drifting. This resulted in added difficulty when performing maintenance or troubleshooting by requiring ice and snow removal for access.
However, a box on the surface would be equally difficult to access due to the development of large snow drifts (Fig. 10 ). Plywood panels provide the structural strength while polyisocyanurate panels are used for insulation. EMI shielding mesh is placed between the ply- wood and insulation to shield radio frequency emission caused by the electronic switching circuitry. Measurements prior to deployment indicated that this mesh achieved approximately 40 dB RF isolation. Lastly, a silicone gasket is provided to seal the removable lid. Extra space was provided in the box to facilitate routing stiff cabling and allow battery bank expansion.
Transmission Cables
IMSA cables, which are designed for applications such as traffic lights, were used for power transmission lines. The polyethylene insulation jacket provided reasonable flexibility at low temperatures. During the first season, thermoplastic rubber (seoprene) was used which became excessively stiff during station construction. This resulted in significant difficulty uncoiling cables and installing them in trenches. Initially, cabling was used from the IceCube Laboratory (see Figure 1 ) using RS485 for noise immunity. Ethernet was later used over fiber and CAT6.
System Health Monitor
The System Health Monitor (SHM) was developed to control and monitor the overall system (Fig. 11) . This system also replaces the function of a standard charge controller while eliminating electronic switching to reduce emissions. The monitoring functions are described in the following sections. 
Power Distribution
The power from the IVT board is distributed by a bank of Solid State Relays (SSRs). Power can be directed to the battery, the load, a heater inside the instrument box, and a divert resistor outside the box. The switching logic comes from the SHM board.
Communications
The System Health Monitor board handles overall control and communica- greater than the UTT, the load will be connected to the battery, the heater will be off, and the input power will be directed to the Divert resistor.
f. All changes to the state of the battery connections include at least 1 volt of hysteresis.
Remote Monitoring
A remote monitoring pipeline was designed to allow remote analysis of turbine and PV panel performance as well as environmental sensors. Sensor and performance data is continuously logged at regular intervals with logs stored locally on SD media and transmitted via satellite to an online database. Direct communication with the system health monitor allows remotely tuning control electronics and troubleshooting (Fig. 13 ). 
Modeling
Computer modeling was used to simulate the operation of a station for different configurations of wind turbines and batteries. This was accomplished by creating models for wind speed, turbine power output, battery charging and discharging, and surface effects at different tower heights. These were ultimately combined to determine required levels of battery buffering in order to achieve a given target livetime.
Wind Speed
Wind speed data from NOAA [8] was used for predicting turbine power The NOAA data was also used to construct a cumulative Weibull speed distribution for the purpose of predicting turbine power production. Monthly energy output (kWh) 121
Percentage operating time 78.8% Table 2 : Bergey XL1 Weibull Results. Although the 120 Watt power requirement of the detector would be met on average, the wind turbine would only be above the cut-in threshold of 2-3 m/second approximately 80% of the time. Therefore, battery buffering will be required.
Power Output
Wind turbine manufacturer's power production curves were used along with a curve fitting tool [9] to find a continuous polynomial function to approximate the expected turbine power output. The measured wind speed response roughly followed the expected cubic dependence of power on velocity.
Tower Height
The NOAA wind speed data illustrated in Figure ( 2) indicates a reduction in wind speed at the surface boundary layer. Because wind power varies as the cube of wind speed, towers must be as high as possible to capture the highest wind energy. To predict wind speeds at the design tower heights, a tower height correction model was used to estimate wind speeds using wind direction and surface roughness data [10] . and 20m where NOAA data was not available.
Battery Buffering
A model of battery charging and discharging characteristics was developed to determine the effect of battery buffering on station live-time. This included modeling battery capacity, voltage droop, and charge performance at different charging current levels for the Deka 8G31 12 Volt gel battery. Generator power output was simulated at the designated tower height using historical NOAA data with the tower height correction model. This simulation was performed using battery buffering levels of zero to 600 amp-hours, the 21 Bergey turbine model, and wind speed data for the entire 2011 year. The simulation predicted that 98% station live-time would be achieved for a 120W load and 600 Ah of buffering with ideal power output supplied from a single turbine and no PV panel (Fig. 18) . 
Testing
Battery Performance
A battery was charged and discharged at a series of temperatures with measurements taken to determine battery capacity as a function of temperature.
During this exercise, the thresholds for charge and discharge were adjusted for temperature. The block diagram for the experiment is shown in Figure 20 . From these runs, the temperature profile of the battery capacity is plotted (Fig. 22) confirming that batteries show considerable degradation in performance at reduced ambient temperatures. Consequently, heaters must be placed 23 in the Instrument box and the SHM must route power to the heaters to ensure adequate battery performance. 
Environmental Testing
Environmental testing was performed using the Tenney Jr. environmental chamber with a Watlow controller. Candidate power cables were frozen to -24 80C and then bent to determine the allowable bending force and curvature limit before fracture. The cables must be flexible at low temperatures to allow installation without damage.
Wind turbines were disassembled to remove the generator bearings. The bearings were then tested at temperatures as low as -80C to ensure proper rotation. All bearings seized at temperatures below -80C using the stock grease.
Multiple types of low temperature grease were tested as replacements. These included Royco 27, Molykote 33, and Mobil 33. All three types are currently in use at the deployed stations with no significant performance difference, although Mobil 33 will be retained for use in the future.
Noise Measurements
Since ARA is designed to detect the radio frequency signals caused by neutrino interactions in-ice, there was some concern regarding the possibility that the active electronics and switching electronics (relays) of the deployed wind turbines and control systems might radiate radio frequency backgrounds. We Due to snow accumulation, having the instrumentation boxes buried in the ice compounded maintenance and upgrade difficulty. Additionally, in the event that hardware problems could not be remotely troubleshooted, on site personnel would have to dig to get access to the SHM. This becomes logistically prohibitive as the number of stations increases and the snow accumulates each year.
Extended Work
The work on this project has been extended to several other projects including the Telescope Array RAdar project, TARA, and Antarctic Ross Iceshelf ANtenna Neutrino Array, ARIANNA, and a feasibility study for turbines deployed to Lake-62, Antarctica.
Lake-62 Feasibility Study
The wind turbine power output and battery buffering simulations developed during this project were used to determine the feasibility of deploying wind turbines at Lake-62, near Dome-A, Antarctica. Thirteen turbines were simulated with power outputs ranging from 4 to 15 kW. The battery charge and discharge model was used to predict live time percentage for a 4 kW load.
Due to incomplete automatic wind station data for Lake-62, a model was developed to extrapolate wind conditions based on nearby station readings. This study revealed that the average wind speed at this location is less than the cut in speed for most wind turbines. Wind speeds were predicted to be above a cut in speed of 4 m/s only 30% of the year (Fig. 24) . Therefore, simulations were run for up to three turbines at the site such that the combined output would satisfy the 4 kW continuous load.
This study revealed that high kW wind turbines with significant battery buffering would be required to satisfy the continuous 4 kW load demand. Additionally, the 95% live time drastically increased when using multiple high KW generators.
The following tables (3 -5) list the turbine and battery configurations that would support 95% live time. 
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